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UTILITY CONSTRUCTION
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PROP. 8M OF 400MM DI WATER

PIPE, PC 1.72 MPA

f 2M OF 300MM DI WATER PIPE,

] PC 2.41 MPA

N 1 - 400MM X 300MM DI REDUCER
o~ 1 - 400MM 90° DI BEND

PROP. 32M OF 400MM DI WATER
PIPE, PC 1.72 MPA

1 - 400MM 45° DI BEND

2 - 400MM 90° DI BENDS
CONNECT USING NECESSARY FITTINGS
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1 - 300MM X 300MM DI TEE

e SN SEE PROFILE WL1 SHEET UC-18 N \ 1 - 300MM GATE VALVE & VALVE BOX,
_______________ { - R N ’ “‘\JM M\ Y y 7 2 — o o 1 . 3 8 M PA WP
B _ CONNECT USING NECESSARY FITTINGS
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PROP. 1 - RELOCATE EXISTING FIRE HYDRANT
2M OF 150MM DI WATER PIPE,

PC 2.41 MPA

1 - 400MM X 150MM DI TEE

1 - 150MM GATE VALVE &

VALVE BOX, 1.38MPA WP

CONNECT USING NECESSARY FITTINGS

PROP. 20M OF 400MM DI WATER
PIPE, PC 1.72 MPA

oM OF 300MM DI WATER PIPE PIPE,
| PC 2.41 MPA |

1 - 300MM X 300MM DI TEE

1 - 400MM X 400MM DI TEE

1 - 400MM X 300MM DI TEE

1 - 400MM X 300MM DI REDUCER
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BOOSTER PUMP STATION
CLAYTON #2

300MM GATE VALVE & VALVE BOX,
38 MPA WP
1 - 400MM BUTTERFLY VALVE & VALVE BOX
CONNECT USING NECESSARY FITTINGS
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PROP . / = 2 'IJ 2 SEE PROFILE WL6 SHEET UC-21
2 - 300MM GATE VALVE & VALVE BOX, =7 SR |PLUG HE ~-
1.38 MPA WP e 5 2 g 4 LINE WL2 A4~ |PROP. 1 - 400MM BUTTERFLY VALVE
CONNECT USING NECESSARY FITTINGS e s g : | f % VALVE BOX
5] J : 1 Z CONNECT USING NECESSARY FITTINGS
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PROP. 65M - FILL OR REMOVE S e g z g L 2 S PIPE, PC 1.72 MPA
ABANDONED 400MM PIPE, DI E] / 2 T o N : 2 1 - 500MM X 300MM DI REDUCER
WATER I~ / 5 = J 3 0 2 - 500MM 90° DI BENDS
5 X < | : R , 2 - 500MM X 400MM DI TEES
TN / | | TN 3 o | | 1 - 500MM BUTTERFLY VALVE & VALVE BOX
VY, 5 / = : | vy, | — e f 2 - 500MM 45° DI BENDS
e | Ny | | L / | | CONNECT USING NECESSARY FITTINGS
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